
Standard Operating Procedures 
Sandy City Storm Water Management Program   

WATERLINE FLUSHING FOR ROUTINE MAINTENANCE 

 
1. PREPARATION 

a. Determine flow path of discharge to inlet of waterway. 

2. PROCESS 

a. Clean flow path. 

b. Protect inlet structures. 

c. Use diffuser to dissipate pressure to reduce erosion possibilities. 

3. ACTIONS 

a. Clean flow path. 

b. Remove inlet protection. 

4. DOCUMENTATION 

a. Residual test of discharge water. 


